
Controller set as default – 75c limit 

 

5 mins run time 

 

 

10 mins run time 



 

15 mins run time 

 

 

20 mins run time 



 

Shut down – run time 22 mins 

 

  



Controller reset for 15 mins run time. 

Timer was accurate, maximum temp achieved 73c 

 


